6/5/2013 Temperature and Release Summary for Shasta and Trinity - May 2013
(Updated twice a week November through April)
Sacramento River Water Temperatures in Degrees F Mean Daily Release Mean Daily Air Temp
Day Collected from CDEC (California Data Exchange Center) in CFS Degrees F
Control
TCD | SHD minus Point Shasta [Spring Crk | Keswick
Wt. TCD 3/1 to 5/31 Generation | Powerplant Total
Avg. (Diff) Shd Spp Kwk Bsf JIf Bnd Rdb Lws Ccr Igo El 815 Release Release RDD BSF RDB LWS
Apr 52.4 50.6 49.0 51.9 54.8 55.7 56.0 57.3 50.2 53.2 50.5 6,328 138 6,946 63.9 | 62.2 | 63.9 | 54.3
May
1 | 52.2 12 'siofl Tsoo| Tsags | T'537 | Tsas| Tsao]| Tse7| 1484 |526] |515] | 10,745 80 10,555 72.0 | 703 | 70.1 | 581
2 1 51.9 (L6) 1503 | *500| *518(| ' 544 | '552| '555| 1569 ' 484 | '531| 's518]| 10,681 80 10,566 735 | 66.1 | 69.9 | 617
3 I'517 (L5) I'soo| !'sox| !'s19| !'sa7 | !'ss7| Iseo| szl laz7| !ss1| !sa2f | 10,245 80 10,563 725 | 695 | 73.4 | 63.3
4 | 52.3 (L.9) | 504 1501 | 517 | 547 | 559 | ;563 | ;581| 474 [530| |522] | 10,189 80 10,558 795 | 758 | 77.3 | 623
5 ! 51.9 (L8) 1501 | 1501 521 v 542 | .552| .555| .574| ,475]| 1531| is516]| | 9,710 80 10,566 68.0 | 67.3 | 656 | 63.0
6 | 51.8 (1.6) I 502 1501 1 515 I 53.8 | 54.8 | 55.1 | 56.5 | 47.2 1525 1513 | 10,582 80 10,565 615 [ 59.2 | 59.9 | 56.8
7 | 51.9 (1.4) 1 505| 1500 | 512 . 53.3 1 539 | 1540| 551 471 I 522 Is11| | 11,064 80 12,204 625 | 60.3 | 59.8 | 57.8
8 | 52.2 L5) | 50.7 | 50.0 | 51.4 | 53.7 | 54.5 | 54.6 | 56.3 | 46.9 | 52.4 | 52.3 | 11,505 107 12,158 69.5 | 66.8 | 66.0 | 61.0
9 1 52.3 (L6) 1507 +502| +520| 548 | 1559| +560| 1576| 471 532 1529]| . 11,716 80 12,108 725 | 709 | 71.7 | 638
10 | 522 (1.4) I 508 | I's502| I'523 ]| | 552 | I's6s5| Ises| Is00| | 475| Is3s| Is30| | 11,619 80 12108 | 770 | 764 | 745 | 66.8
11 | 52.1 (L.4) '50.7| r503| | 523 | 552 | 1566 | !570| 1595 477 | |534] [530| | 11,344 80 12,100 785 | 76.0 | 755 | 69.0
12 1 52,1 w7 | 504 | |504| | 522 | 553 | | 567 | |57.1| |59.4]| | 479 | 1535 1534 10,483 80 11,370 785 | 754 | 76.3 | 685
13 I's23 (L.4) 1509 | 504 ' 521 v 552 | 1565 | 1569 1593 1480 | ls35| lsza| | 11,497 80 11,383 75.0 | 725 | 748 | 65.2
14 | 52.4 (L6) |50.8| |504| | 524 | | 554 | | 567 | |57.0| |59.3| | 484 | |537| |532]| | 11,034 87 11,372 785 | 740 | 782 | 64.0
15 ' 52.3 (L8) '505| '504| '524| 's551| '564| '568| '590| 482 '536| 's25| 10,715 80 11,415 69.0 | 69.2 | 69.7 | 611
16 523 (L8) 1505 499 | 521 | 547 | 1557 | |561| |582] | 483 | !530]| !520]| ! 10,714 304 11,489 665 | 655 | 66.4 | 60.6
17 | 52.5 (L5) '510| !504| 519 i5449| !556| :558| 1576 482 | |530| |521| | 11,052 81 11,352 62.0 | 625 | 626 | 55.2
18 | 52.4 (L.4) 500 501 | 524 | |5475| | 558 | |559| |57.8| 1479 | ;533| |521| | 10,815 404 11,388 655 | 644 | 669 | 555
19 1 52.4 (L6) 1508| :500| i523| i5506| 1561| 1563 1581| 482 .535| .526]| . 9,991 857 11,404 725 | 703 | 718 | 59.2
20 | 52.4 (15) 1 50.9| I500]| | 523 | 55.05| | 562| I564| I585]| | 48.1 I 535| Is528] | 10,116 979 11,568 740 | 721 | 733 | 621
21 | 51.7 (13) 1504 | 1502 1 521 15494 1560 | 1563 1583 1482 |532[ [526] | 10,233 1,592 12,713 62.0 | 65.7 | 67.4 | 55.8
22 1 525 @.1) 514 I's04| | 514 | Is371| |544| Isas| Iseo| | 486 | 522 15107| 10,642 980 12458 | 595 | 584 | 59.8 | 48.0
23 I's30| (1 1523| 1509 | :522 | :15405| :549 | 1549 1562 1478 | ls29| ls24f | 12,312 488 12,463 | 645 | 618 | 616 | 527
24 1532 o I'so2| I'sos| | s28 | Isa7zi| Isse| Isse| ls70| laze| |538| 525 | 11,652 | 1268 | 12480 | 620 | 612 | 63.0 | 538
25 1 52.9 (L2) '51.7| *508| 528 | :5487| 558 '559| :577| 480 :538| 529 10,705 2,013 12,492 64.0 | 642 | 654 | 57.0
26 | 52.7 .3 1514 1509 1525 Tssor| Tse2| Is64| 583 Taso| !s36] !s28] ! 10,312 1,211 12,192 | 685 | 67.0 | 657 | 60.3
27 I 52.5 (L.4) | 51.1 | 51.1 | 52.2 | 54.33 | 55.1 | 55.5 | 57.5 | 48.1 I 53.0 I 52.0 I 9,591 1,971 12,251 610 | 59.9 | 60.2 | 54.0
28 | 525 L2) 1513 1511 + 520 | 15452| 1554 | :1554| 1571 477 | |532| |537( | 10,270 1,399 12,245 67.0 | 66.1 | 66.2 | 605
29 ' 52.7 L2) |515| |514| | 526 | |5524| '565| |566| |584| | 478 | :535| 1538 10,226 2,267 12,213 72.0 | 705 | 71.0 | 618
30 | 504 (L3) 1511 1515 1528 | 15514| 1562| 1564 '584| 1487| ls37| ls3s| | 8,893 2,260 11,759 69.0 | 67.6 | 69.5 | 58.0
31 | 52.5 (12) | 513 | 5.7 | 526 | |5541| | 566 | |568| | 588 | 482 |537| |540]| | 9,177 2,217 11,777 785 | 732 | 75.7 | 61.8
Avg 52.3 50.9 50.4 52.1 54.7 55.7 55.9 57.8 47.9 53.2 52.5 10,640 694 11,672 696 | 67.7 | 68.7 | 60.0
Tot cfs 329,830 | 21,525 | 361,835
Tot af 654,218 | 42,695 | 717,700

# = Station out of service

! = 17 hours or less of readings

~ - estimated (7 hours or less available)
& =18 to 23 hours of reading

Control Point: Balls Ferry 3/1/2013 to 5/31/2013.
Starting 5/17/2013 Balls Ferry temperature target of 56.75 is for compliance of 56.0 at Airport Road.
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? = Avg. includes estimated data
ND = No hourly readings or incorrect




